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Contractor is responsible for adequately reinforcing walls and/or ceilings to support luminaire weight. Focal Point, LLC accepts no responsibility for inadequately reinforced walls  
and/or ceilings. The information contained in this drawing is the sole property of Focal Point, LLC. Any reproduction in part or whole without the written permission of Focal Point, 
LLC is prohibited.
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LOUVER (OPTIONAL)

BALLAST SERVICE
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INSERT SPRING 
CLIPS INTO OPENING 

ON SHELL

INSERT LOOSE SIDE OF 
LOUVER INTO RAIL ON 

LIGHT MODULE
PUSH UP ON SPRING 

CLIPS AND SNAP INTO 
PLACE TO SECURE

1 PULL DOWN ON SHELL SIDE OF LOUVER TO DISENGAGE. 

2 RELEASE SPRING CLIPS AND REMOVE LOUVER.

4 REMOVE LIGHT MODULE FROM SHELL AND DISCONNECT ELECTRICAL.

REMOVE BALLAST COVER(S) 
FROM LIGHT MODULE.

3 REMOVE SUPPORT BRACKETS TO RELEASE MODULE FROM SHELL.
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