


ROW MOUNTING RESTRICTIONS
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FIXTURES
HANGING
HOLES

LAMPHOLDER

CUPS
N\ R ROW MOUNTING
LUMINAIRES CAN BE ROW MOUNTED IN MOST SUSPENDED CEILING
SYSTEMS (REFERENCE CEILING SYSTEM FOR SUFFICIENT LUMINAIRE
LAMPHOLDER CLEARANCE).
CUPS
ST LUMINAIRE CAN NOT BE INSTALLED IN HIGH PROFILE SUSPENDED
CEILING SYSTEMS (OVER 1.5" INCHES), LUMINAIRES ARE SUPPLIED
/ WITH 2 LAMPHOLDER CUPS EXTENDING BEYOND THE END CAPS, /
| CEILING SYSTEM MUST ALLOW FOR THIS CONDITION. WALL TO WALL
RUNS MAY NOT BE POSSIBLE. !
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